
25 GA. 3 5/8" MTL. 
STUDS @ 16" O.C.

(1) LAYER 5/8" 
TYPE X GYP. 
BOARD EACH 
SIDE

CEILING, REF. FINISH 
SCHEDULE

TOP OF WALL TO 
BE 1'-0" ABOVE 
CEILING.

ACOUSTICAL BATT 
INSULATION 

PARTITION GENERAL NOTES:

1. PARTITION TYPES ARE APPLICABLE TO INTERIOR PARTITIONS ONLY, SEE WALL 
SECTIONS FOR EXTERIOR WALL CONDITIONS AND TYPES

2. SEE LIFE SAFETY PLAN FOR RATED PARTITION LOCATIONS. AT RATED PARTITION 
LOCATIONS, COMPLY WITH UL PARTITION DESIGN INDICATED.

ALL FIRE RATED AND FIRE AND SMOKE RATED PARTITIONS SHALL EXTEND TO 
UNDERSIDE OF STRUCTURAL ASSEMBLY ABOVE AND BE CONSTRUCTED WITH 'TYPE X' 
GYPSUM BOARD.  SEAL HEAD OF WALL JOINT AND ALL PENETRATIONS WITH UL LISTED 
FIRE STOPPING ASSEMBLIES.

3. METAL STUDS SHALL BE 20 GA. SPACED 1 6" O.C., UNLESS INDICATED OTHERWISE, 
AND MEET ASTM C645 AND C955 STANDARDS.

4. FOR CEILIING HEIGHT SEE ROOM FINISH SCHEDULE OR REFLECTED CEILING PLANS

P1

4 7/8" 4 7/8"

6"6"

BASE.
RE: FINISH SCHEDULE.

SOUND ATTENUATION BATT 
INSULATION.

GYPSUM BOARD BOTH SIDES 
ON METAL FRAMING AT 16" 
O.C.

CEILING PER FINISH 
SCHEDULE.

DEFLECTION TRACK. EXTEND WALL 
TO STRUCTURE/ROOF ABOVE.

P2 NOTE: WHERE NO CEILING, 
CONTINUE GYPSUM BOARD TO 
STRUCTURE ABOVE.

5. ALL WALLS IN JANITOR CLOSETS, RESTROOM, AND LOCKER ROOMS SHALL USE MOISTURE RESISTANT GYPSUM WALL 
BOARD.

6. ALL WALLS SCHEDULED FOR CERAMIC WALL TILE OR INTERIOR STONE FACING SHALL USE CEMENT TILE BACKER 
BOARD.

7. REFER TO PAINTING SPECIFICATION FOR LABELING OF FIRE AND SMOKE PENETRATIONS.

8. ALL PENETRATIONS IN GWB SHALL BE FULLY SEALED - IF IT IS A THROUGH WALL PENETRATION IT SHALL BE FULLY 
SEALED ON BOTH SIDES OF THE PARTITION.

9. ALL WALLS WITH 'A' SUFFIX SHALL HAVE ACOUSTICAL SEALANT AT BOTH SIDES OF FLOOR AND CEILING RUNNER 
TRACKS.

10. ALL PARTITIONS TO BE CONSTRUCTED TO TYPE 1 UNLESS OTHERWISE SPECIFIED.

11. AT PARTITIONS THAT EXTEND TO UNDERSIDE OF STRUCTURE ABOVE, INSTALL ANGLED STUD BRACING AT 4' O.C. 
STAGGERED MAX. BACK TO ADJACENT STRUCTURE. STRUCTURE TO VERIFY.

P3

P4

11 1/4"

6"6"

BASE.
RE: FINISH SCHEDULE.

SOUND ATTENUATION BATT 
INSULATION.

GYPSUM BOARD BOTH SIDES 
ON METAL FRAMING AT 16" 
O.C.

CEILING PER FINISH 
SCHEDULE.

DEFLECTION TRACK. EXTEND WALL 
TO STRUCTURE/ROOF ABOVE.

P5 NOTE: WHERE NO CEILING, 
CONTINUE GYPSUM BOARD TO 
STRUCTURE ABOVE.

METAL LINER PANEL

BASE.
RE: FINISH SCHEDULE.

METAL PANEL, EA. SIDE.

DEFLECTION TRACK. EXTEND WALL 
TO STRUCTURE/ROOF ABOVE.

6"

6" MTL. STUDS, REF 
STRUCT.

(1) LAYER 5/8"  
GYP. BOARD 
EACH SIDE

7 1/4"

8" MTL JOIST. 
REF. STRUCT.

3/4" FL. 
SUBSTRATE 
REF. STRUCT
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2' - 0"

#4 @ 12" OC EA WAY 
TOP AND BOT

0' 
- 3

" C
LR

CONC FDNS.  F'C = 4000 PSI

24" DIA CONC PIER.  REINF 
W/ (8) #7 VERTS AND #4 
CLOSED TIES @ 12" OC.  
PROVIDE TWO SETS OF 
TIES AT TOP.

(8) #7 VERTS W/ STD HOOK 
AT TOP.  LAP 4'-0" WITH PIER 

VERTS.  PROVIDE #4 CLOSED 
TIES @ 12" OC.

SIGN STEEL PER SUPPLIER.  
ANCHORAGE REQUIREMENTS 

BY SUPPLIER.

#4 VERTS W/ STD HOOK AT EA END 
AT PERIMETER OF CONCRETE @ 

24" OC..  PROVIDE (2) #4 HORIZ 
CONT EQ SPCD.
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HD ENGINEERING
11656 W 75TH STREET
SHAWNEE, KS 66214
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F: 800.780.8608

STAND STRUCTURAL 
ENGINEERING, INC
11827 W 112TH ST. #200
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PARTITION TYPES & SIGN DETAIL
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 1 1/2" = 1'-0" A1PARTITION TYPES

 3/8" = 1'-0" H12KUBOTA SIGN
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